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(ii) A fractional number below the mid-
point between the two consecutive whole
numbers shall be rounded down to the lower
of the two whole numbers.

4. Test Measurement:

(a) For screw base compact fluorescent
lamps packaged with ceiling fan light kits
that have medium screw base sockets, meas-
ure the efficacy, expressed in lumens per
watt, in accordance with the test require-
ments specified in section 4, ‘““CFL Require-
ments for Testing,” of the “ENERGY STAR
Program Requirements for Compact Fluores-
cent Lamps,” Version 3.0 (Incorporated by
reference, see §430.22).

(b) For pin-based compact fluorescent
lamps packaged with ceiling fan light kits
that have pin-based sockets, measure the ef-
ficacy, expressed in lumens per watt, in ac-
cordance with the test requirements speci-
fied in section 3, ‘“‘Energy-Efficiency Speci-
fications for Qualifying Products’ and Table
3 in section 4, ‘‘Qualification Process, Test-
ing Facilities, Standards, and Documenta-
tion,” of the “ENERGY STAR Program Re-
quirements for Residential Light Fixtures,”
Version 4.0 (Incorporated by reference, see
§430.22).
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APPENDIX W TO SUBPART B OF PART
430—UNIFORM TEST METHOD FOR
MEASURING THE ENERGY CONSUMP-
TION OF MEDIUM BASE COMPACT
FLUORESCENT LAMPS

1. Scope: This appendix covers the test re-
quirements used to measure the initial effi-
cacy, lumen maintenance at 1,000 hours,
lumen maintenance at 40 percent of rated
life, rapid cycle stress, and lamp life of me-
dium base compact fluorescent lamps.

2. Definitions:

a. Average rated life means the length of
time declared by the manufacturer at which
50 percent of any large number of units of a
lamp reaches the end of their individual
lives.

b. Initial performance values means the pho-
tometric and electrical characteristics of the
lamp at the end of 100 hours of operation.
Such values include the initial efficacy, the
rated luminous flux and the rated lumen out-
put.

c. Lumen maintenance means the luminous
flux or lumen output at a given time in the
life of the lamp and expressed as a percent-
age of the rated luminous flux or rated
lumen output, respectively.

d. Rated luminous flux or rated lumen output
means the initial lumen rating (100 hour) de-
clared by the manufacturer, which consists
of the lumen rating of a lamp at the end of
100 hours of operation.

e. Rated supply frequency means the fre-
quency marked on the lamp.
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f. Rated voltage means the voltage marked
on the lamp.

g. Rated wattage means the wattage
marked on the lamp.

h. Self-ballasted compact fluorescent lamp
means a compact fluorescent lamp unit that
incorporates, permanently enclosed, all ele-
ments that are necessary for the starting
and stable operation of the lamp, and does
not include any replaceable or interchange-
able parts.

3. Test Apparatus and General Instructions:
The test apparatus and instructions for test-
ing medium base compact fluorescent lamps
shall conform to the requirements specified
in section 2, ‘‘Definitions,” section 3, ‘‘Ref-
erenced Standards,” and section 4, “‘CFL Re-
quirements for Testing,”” of DOE’s “ENERGY
STAR Program Requirements for [Compact
Fluorescent Lamps] CFLs,” Version dated
August 9, 2001, (commonly referred to as
Version 2.0), (Incorporated by reference, see
§430.22). Record measurements at the resolu-
tion of the test instrumentation. Round off
calculations to the same number of signifi-
cant digits as the previous step. Round the
final energy consumption value, as applica-
ble, to the nearest decimal place or whole
number as follows:

(i) A fractional number at or above the
midpoint between two consecutive decimal
places or whole numbers shall be rounded up
to the higher of the two decimal places or
whole numbers; or

(ii) A fractional number below the mid-
point between two consecutive decimal
places or whole numbers shall be rounded
down to the lower of the two decimal places
or whole numbers. Round the final initial ef-
ficacy to one decimal place. Round the final
lumen maintenance at 1,000 hours to a whole
number. Round the final lumen maintenance
at 40 percent of rated life, the final rapid
cycle stress, and the final lamp life for me-
dium base compact fluorescent lamps to
whole numbers.

4. Test Measurement: Measure the initial ef-
ficacy expressed in lumens per watt; lumen
maintenance at 1,000 hours expressed in
lumens; lumen maintenance at 40 percent of
rated life expressed in lumens; rapid cycle
stress expressed in the number of lamps that
meet or exceed the minimum number of cy-
cles; and lamp life expressed in hours in ac-
cordance with the test requirements speci-
fied in section 4, “CFL Requirements for
Testing” of DOE’s “ENERGY STAR Program
Requirements for [Compact Fluorescent
Lamps] CFLs,” Version dated August 9, 2001
(Incorporated by reference, see §430.22).
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